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Original Owners Letter 
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Representing Inspection for the City of Elgin Texas

 

David Rodriguez for any questions. 512-848-9983 
drodriguez@watkinsconsult.com

INSPECTION RESULTS Fail
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Inspection

 

Business Verification 

Business Verification 1

1. Certificate of Occupancy  

2. Approved Set of Plans on Site  

3. Updated Contact Information  

4. Occupant Load Certificate Posted  

Exterior

Access  

5. Fire lane complies with the plans, IFC 503.1.1.  

6. Fire lane signage is provided and striped as necessary, IFC 503.3 (with 
amendments).  

7. Gates operate as required, IFC 503.5.  

8. Emergency turn-a-round’s are per plans, IFC 503.2.5.  

Address

9. Visible from the street, minimum 4 in. high and ½ in. wide lettering, and 
contrasting color, IFC 505.1.  

10. Where access by means of a private road and the building cannot be 
viewed from the public way, a monument, pole or other sign or means shall 
be used to identify the structure, IFC 505.1.

 

Lock Box

11. Installed per plans, within 10 ft. of front entry (facing main apparatus 
access road), mounted between 4- 6 ft. but, 506.1.  

12. Building keys are provided and locked into the box or deferred later for 
crew installation.  

Vehicle Impact

13. Guard posts are provided per plans or for hydrants, tanks, generators, gas 
meters, etc., subject to vehicular damage, IFC 312.1.  

14. Guard posts are constructed per code, 4 in. diameter, steel, filled with 
concrete, 4 ft. from other posts, set 3 ft. deep, located 3 ft. or more from 
object, IFC 312.2.

 

15. Other approved barriers comply with plans, IFC 312.3.  

Hydrants, Private

16. Clearance around Hydrants 3 feet and ensure proper port height and that 
the direction of the ports enable fire engine hook-up, NFPA 507.5.5  
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17. Obtain certification, flow test results for each hydrant, and their locations.  

Water Mains, Private

18. NFPA 24  

Exit System

Landings

19. Landings at exterior exits are provided and not greater than ½ in. below 
threshold, IFC 1008.1.5.  

Exit Signs and Emergency Lights

20. Internal or external illuminated exit signs are provided, IFC 1011.2.  

21. Exit signs are at directional changes in hallways, visible from any 
direction of egress travel, and where necessary, IFC 1011.1. (Exception: main 
exterior exit doors that are obviously an exit and rooms or areas only 
requiring one exit.)

 

22. Battery backup or emergency power is provided for emergency lighting 
for occupancies required to have two or more exits, IFC 1006.3.  

23. Signage (minimum 12 in.) is on each landing of vertical stairways more 
than 3 stories. Signage states location-East, West, etc. (1 in. lettering), 
terminus-roof access or not (1 in.), floor number (5 in. lettering), and floors 
served by stairs, 1-12 (1 in. lettering), IFC 1022.8.

 

24. Manually operated flush or bolt locks not permitted on egress doors, IFC 
1008.1.9.4.  

25. Panic hardware required for each door in means of egress for Group A 
and E occupancies with 50 or more occupants and any Group H occupancy, 
IFC 1008.1.10.

 

Fire Extinguishers

26. NFPA 906 Install/ Repair / Test  

Fire Protection Systems

Fire Doors

27. Roll down fire doors: detectors, or fusible links on both sides, do drop 
down test or verify it was done by building inspector. Note on inspection 
report where fire doors are located, information will be put in fire protection 
system database for tracking annual servicing.

 

28. Sprinkler: Install / Repair / Test 903/901  

28A. Need 18" Sprinkler Head Clearance 315.2.1  

28B. Need 24" Unsprinklerd Ceiling Clearance 315.2.1  

29. Smoke Detector NFPA 907/901/4603. Install / Repair  

30. Fire Alarms Install NFPA 907/901
Install / Repair/Test  
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